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1. REFER TO STRUCTURAL SHEETS FOR
PHOTOVOLTAIC RACK SYSTEM.

2. REFER TO SHEETS A-804 & A-805 FOR GENERAL
ROOFING DETAILS.

3. REFER TO M.E.P. SHEET(S) FOR ELECTRICAL
INFORMATION ON THE PHOTOVOLTAIC SYSTEM.

4. REFER TO M.E.P. SHEET(S) FOR LIGHTNING
PROTECTION SYSTEM INFORMATION.

5. REFER TO PHOTO BOOK FOR ACTUAL CONDITIONS
AT ROOF. (IE: E311)
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If this sheet is not 30" by 42", it is a reduced print; and thus, must be scaled accordingly.
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08.31.2011ISSUED FOR CONSTRUCTION01

VA NORTH TEXAS HEALTHCARE SYSTEM
DALLAS, TX A-201

NEW ROOF PLAN VA CLINICAL ADDITION -
BUILDING 2J RE-ROOF

08.31.11 RLS RLS

VA:  549-11-200 SMA:  12022

08.31.11

TMBP CLICK Structural Engineering
325 N St. Paul Street
Dallas, Texas 75201
T  214.871.2302

SW Associates Consulting Engineers
5429 LBJ Freeway, Ste 300
Dallas, TX 75240
T  214.397.0211 • F 214.397.0886

SM Architects
207 West Main Street
Mesquite, Texas 75149
T 972.285.2630  F 972.285.4922

IS
S

U
E

D
 F

O
R

 C
O

N
S

T
R

U
C

T
IO

N

 1/16" = 1'-0"F1
LEVEL 01 - ROOF PLAN

GENERAL NOTES TO ROOF PLAN
A9

KEYNOTE LEGENDKEYNOTE LEGENDKEYNOTE LEGENDKEYNOTE LEGEND

Key ValueKey ValueKey ValueKey Value Keynote TextKeynote TextKeynote TextKeynote Text

02 41 00.C47 Existing Roof Drain to remain

02 80 00.A6 Existing Column to Remain - Refer to S-200
for Details

07 76 00.A1 Roof Paver - Refer to specifications for details

07 76 00.A2 Walk Pad - Refer to specifications for details
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D1/A-802 &

D1/A-802

D1/A-802

D1/A-802

VA RFI RESPONSE TO
QUESTION #31 :
FIVE STAIRWELL
PENTHOUSES HIGHLIGHTED
IN YELLOW AND BUBBLED.
ALSO CLARIFIED THAT
SECTION CUT D1/A-802
APPLIES TO EACH OF THE
PENTHOUSES AND ADDED
AN ADDITIONAL SECTION
CUT IN BAY 7.F3/A-802

D3/A-803


